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Subpart S—Electrical

AUTHORITY: Secs. 4, 6, 8, Occupational Safe-
ty and Health Act of 1970 (29 U.S.C. 653, 655,
657); Secretary of Labor’s Order No. 8-76 (41
FR 25059), 1-90 (65 FR 9033), 52002 (67 FR
65008), 52007 (72 FR 31160), as applicable; 29
CFR part 1911.

EFFECTIVE DATE NOTE: At 79 FR 20692, Apr.
11, 2014, the authority citation for subpart S
to part 1910 was revised, effective July 10,
2014. For the convenience of the user, the re-
vised text is set forth as follows:

AUTHORITY: 29 U.S.C. 653, 655, 657; Sec-
retary of Labor’s Order No. 8-76 (41 FR 25059),
1-90 (565 FR 9033), 52002 (67 FR 65008), 5-2007
(72 FR 31160), or 1-2012 (77 FR 3912), as appli-
cable; and 29 CFR Part 1911.

SOURCE: 46 FR 4056, Jan. 16, 1981, unless
otherwise noted.

GENERAL

§1910.301 Introduction.

This subpart addresses electrical
safety requirements that are necessary
for the practical safeguarding of em-
ployees in their workplaces and is di-
vided into four major divisions as fol-
lows:

(a) Design safety standards for elec-
trical systems. These regulations are
contained in §§1910.302 through 1910.330.
Sections 1910.302 through 1910.308 con-
tain design safety standards for elec-
tric utilization systems. Included in
this category are all electric equip-
ment and installations used to provide
electric power and light for employee
workplaces. Sections 1910.309 through
1910.330 are reserved for possible future

§1910.302

design safety standards for other elec-
trical systems.

(b) Safety-related work practices. These
regulations will be contained in
§§1910.331 through 1910.360.

(c) Safety-related maintenance require-
ments. These regulations will be con-
tained in §§1910.361 through 1910.380.

(d) Safety requirements for special
equipment. These regulations will be
contained in §§1910.381 through 1910.398.

(e) Definitions. Definitions applicable
to each division are contained in
§1910.399.

[46 FR 4056, Jan. 16, 1982; 46 FR 40185, Aug. 7,
1981]

DESIGN SAFETY STANDARDS FOR
ELECTRICAL SYSTEMS

SOURCE: Sections 1910.302 through 1910.308
appear at 72 FR 7190, Feb. 14, 2007, unless oth-
erwise noted.

§1910.302 Electric utilization systems.

Sections 1910.302 through 1910.308 con-
tain design safety standards for elec-
tric utilization systems.

(a) Scope—(1) Covered. The provisions
of §§1910.302 through 1910.308 cover elec-
trical installations and utilization
equipment installed or used within or
on buildings, structures, and other
premises, including:

(i) Yards;

(ii) Carnivals;

(iii) Parking and other lots;

(iv) Mobile homes;

(v) Recreational vehicles;

(vi) Industrial substations;

(vii) Conductors that connect the in-
stallations to a supply of electricity;
and

(viii) Other outside conductors on the
premises.

(2) Not covered. The provisions of
§§1910.302 through 1910.308 do not cover:

(i) Installations in ships, watercraft,
railway rolling stock, aircraft, or auto-
motive vehicles other than mobile
homes and recreational vehicles;

(ii) Installations underground in
mines;

(iii) Installations of railways for gen-
eration, transformation, transmission,
or distribution of power used exclu-
sively for operation of rolling stock or
installations used exclusively for sig-
naling and communication purposes;
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